three inches = one foot

one and one half inches = one foot

one inch = one foot

three quarters inch = one foot

one half inch = one foot

three eighths inch = one foot

one quarter inch = one foot

16

one eighth inch = one foot

CODED NOTES:

DISCONNECT & RELOCATE EXISTING STEAM PIPING MANIFOLD, CONTROL VALVE & TRAPS LOCATED
INSIDE AIR HANDLING UNIT. REINSTALL ALL VALVES & TRAPS OUTSIDE OF AIR HANDLING UNITS & ROUTE
ONLY STEAM SUPPLY PIPING TO THE TWO HUMIDIFIERS. INSULATE ALL EXPOSED PIPING, VALVES,
TRAPS & FITTINGS.

CONNECT TO TWO CONDENSATE LINES FROM HUMIDIFIER CONDENSATE TRAPS.

CONNECT STEAM CONDENSATE DRAIN LINES AND ROUTE DOWN THRU FLOOR. SEE DWG. FOR _H_ _Hl_l_l_ _H_Ioom —Am< U_I>Z
CONTINUATION.
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